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Abstract - This paper proposes a neural-network control 
scheme for the inverters of Uninterruptible Power Supplies 
(UPS) to improve their transient response and adaptability to 
various loads. Two simulation models are built to obtain 
example patterns for training the neural network. One is a 
multiple-feedback-loop controller for linear loads, and the other 
is an idealized load-current-feedback controller specially 
designed for nonlinear loads. The latter controller has a built-in 
reference load model, and the load current is forced to track this 
reference. Example patterns under various loading conditions 
are used in the off-line training of a selected neural network, 
which is made as simple as possible to reduce the calculation 
time. When the training is completed, the neural network is used 
to control the UPS inverter on-line. The development of example 
patterns and training of the neural network are done using 
MATLAB and S m  and the verification of results is 
done using PSpice. It is found that the proposed neural-network- 
controlled inverter can provide good sinusoidal output voltage 
with low Total Harmonic Distortion (THD) under various 
loading conditions, and good transient responses when the load 
changes. 
I. INTRODUCTION 
When utdity power fails, Unintemptible Power Supplies 
(UPS) should continue to provide electric power to critical 
systems such as communication systems, computer systems, 
and life support systems. The UPS inverter is required to 
produce constant sinusoidal output voltage with minimum 
Total Harmonic Distortion (THD) for a wide load range: from 
resistwe to inductive or capacitive, and from linear to 
nonlinear. At the same time, fast transient response, good 
stability and hgh reliability are also required. 
In a typical UPS inverter there is a Pulse-Width 
Modulation (PWM) converter and a second-order LC output 
filter. Various controllers were used to achieve regulation. 
The controllers can be classified into two groups: analog- 
based and dgital-based. Most of the analog-based controllers 
were designed based on linearized model and traktional 
frequency-domain analysis. Some multiple-feedback-loop 
control strateges were proposed in [ 1,2]. Such schemes sense 
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the current in the inductor (or capacitor) of the LC filter as the 
control signal of an inner feedback loop. An outer voltage 
feedback loop is incorporated to ensure a sinusoidal output 
voltage. Owing to the introduction of the inner current 
feedback loop, the output impedance of the inverter filter is 
decreased and the dynamic stiffness enhanced. The controlled 
inverter can produce a satisfactory sinusoidal output voltage 
within a certain load range. However, a uniform performance 
cannot be obtained under extreme loading conditions, and 
THD increases sigmficantly when there is a nonlinear load. In 
addition, such schemes are analog-based, which suffer from all 
the drawbacks of analog circuits, such as limited accuracy, 
uncompensated thermal drift, and need of recalibration. 
Artificial Neural Network (ANN) techniques have grown 
rapidly in recent years. An ANN is an interconnection of a 
number of artificial neurons that simulates a real biologcal 
brain system, which can compute very fast in a parallel and 
distributed manner. It also has the ability to approxjmate an 
arbitrary nonlinear mapping. Compared with other digtal 
algorithms, although the training process of an ANN is time- 
consuming and complex, the actual real-time computation 
from input to output is fast and simple [3]. ANN has already 
been employed in various control and signal processing 
applications in power electronics and dnves [4][5]. In the 
control of DC-AC inverters, ANN has been introduced in the 
current control of inverters for AC motor drives, where the 
ANN receives a phase-current error and generates PWM logic 
signals to dnve the inverter switches [6]-[9]. The neural 
network has been used in the harmonic elimination of PWM 
converters where the ANN replaced a large and memory- 
demanding look-up table to generate the switching angles of a 
PWM converter for a given modulation index [lO][ll]. The 
neural network was also introduced into UPS inverter control 
[ 121. In this method, the neural network is trained off-line, and 
the trained network can be employed for on-line control. The 
inputs of the neural network are time, present output voltage 
and last sampled output voltage. However, the ANN used may 
not have enough information to ensure a sinusoidal output 
voltage under extreme loading conditions. 
This paper proposes a neural network control scheme for 
UPS inverters, which leams the control law from 
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representative example patterns obtained from two simulation 
models. One model is a multiple-feedback-loop controller for 
linear loads, which has been widely used in the control of 
power converters, the other is an idealized load-current- 
feedback controller specially designed for nonlinear loads. 
The latter controller has a built-in reference load model, and 
the actual load current is forced to track this reference. This 
idealized model is not easy to implement experimentally since 
the load model cannot be obtained beforehand. A selected 
neural network is trained off-line with the patterns obtained 
from simulations. The inputs to the neural network are the 
present capacitor current, previously sampled capacitor 
current, present load current, present output voltage, and the 
error between the reference voltage and the output voltage. 
The output of the neural network is a part of modulation 
signal to the PWM generator. The whole modulation signal 
consists of the output of the neural network and a sinusoidal 
voltage reference. When the training is completed, this neural 
network is used to control the inverter on-he. Development 
of the example patterns and training of the neural network are 
done using h4ATLAE3 and SIMULINK, and performance 
verifications are done using PSpice. Simulation results have 
proven that the proposed neural-network-controlled inverter 
can provide a good sinusoidal output voltage with low THD 
under various loading conditions, and good transient 
responses w:hen the load changes. 
II. ARCHITECTURE OF U P S  INVERTER 
Full-bridge 
Fig. 1. Single-phase UPS inverter system 
A UPS inverter typically consists of a DC power source, a 
full-bridge (or half bridge) PWM inverter and an LC filter, as 
shown in Fig. 1. The full-bridge inverter, which is the core of 
the system, chops the DC input into a series of PWM pulses 
accordmg to the modulation signal U,. The function of the 
second-order LC filter is to remove the high frequency 
components of the chopped output voltage U,. Rf represents 
the resistance of the filter inductor. The effective series 
resistance WSR) of the filter capacitor is ignored since it only 
has a small effect withm the frequency range concerned. The 
DC power ,source is considered as an ideal constant-voltage 
supply. The load shown in Fig1 can be of any type: resistive, 
inductive, capacitive, or nonlinear. 
Because the switching frequency (here is 20KHz) is usually 
several orders higher than the fundamental frequency of the 
AC output, the dynamics of the PWM inverter can be ignored. 
Thus, the UPS inverter can be modeled as a simple 
proportional gain block. Fig.2 shows a linear model of the 
inverter system (PWM inverter plus the output filter and the 
load), in which the proportional gain of the inverter K is equal 
to V,,F, (V& is the voltage of the DC power source and Vc is 
the peak voltage of the triangular carrier wave). 
unknown 
: Load : 
. . . . . . . . . . . . . , 
Y 
Fig.2. Linear model of U P S  inverter 
III. PROPOSED NEURAL NETWORK CONTROL 
OF INVERTER 
Artificial Neural networks are interconnections of artificial 
neurons that tend to emulate the human brain. One structure of 
the artificial neuron is shown in Fig.3. Here the individual 
element inputs, xl,  xz, x3, . . . x,, are multiplied by weights, W,, 
WZJ, W,, ... WnJ, and the weighted values are fed to the 
summing node. The neuron has a bias b, which is summed with 
the weighted inputs to form the net input RJ. RJ is then used as 
the argument of the transfer function$ Therefore, the output of 
the neuron can be written as: 
aj = f (C Y, xz + b, ) (1) 
I 
Input weights 
Fig. 3. Structure of an artificial neuron 
The transfer function can be of threshold type, sigmoid 
type, linear type etc. A neural network can be classified into 
feedforward or feedback type, depending on the 
interconnection of the neurons. At present, the vast majority of 
applications use the feedforward archtecture, which will also 
be used in this paper. Fig.4 shows the structure of a 
feedforward multi-layer network that has one hidden layer. The 
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circles represent neurons, which have the structure as shown 
in Fig.3. A weight-adjustment feature is included for 
implementing the back propagation. There can be more than 
one hidden layer. The number of hidden layers and the 
number of neurons on each layer depend on the complexity of 
the problem being solved and the desired accuracy. The back 
propagation algorifhm is most commonly used for the training 
of feedforward neural networks. It updates the network 
weights and biases in the direction that the performance 
function, usually the sum of square errors, decreases most 
rapidly. The training is usually done by an off-line computer 
simulation program using a large number of example patterns. 
The example patterns can be obtained from analysis, 
simulation or directly from experiments if the model is totally 
unknown. 
To realize the proposed neural network control scheme on 
inverters, we have to present a large number of example 
patterns obtained under various loading conditions, and train 
the neural network properly to implement the control law. 
Two controllers, one for linear loads, the other for nonlinear 
loads, are built and simulated using MATLAB and 
SIMULINK. 
Hidden output 
Deslred output pattern 
Fig.4. Structure of a two layer feedforward neural network showing 
the back propagation training 
A. Obtaining Example Patterns under Linear Loading 
Conditions 
Under linear load conditions (resistive, capacitive, or 
inductive), a multiple-feedback-loop control scheme can give 
good performance [ 1,2]. The control scheme for linear loads 
is shown in Fig.5. Different from the strategy proposed in [l, 
21, there is a feedforward signal from the reference voltage 
(shown at the top of FigS), which is found to have advantages 
of reducing steady-state error and providing a high tracking 
accuracy to the reference. Although it may cause large 
overshoot in the dynamic response, the drawback can be 
overcome by optimizing the parameters of the voltage 
feedback loop. The modulation signal to the PWM generator 
consists of two components, one is a sinusoidal feedforward 
signal, and the other is a compensation signal (as marked in 
the middle of Fig.5) produced by feedback loops. In this way, 
the neural network can be trained to generate only the 
“compensation signal” as its desired output. This will result in 
a more effective training and a better control performance. 
An inverter system with multiple-feedback-loop control 
scheme is modeled using MATLAB and SIMULINK to obtain 
the example patterns under linear loading conditions. The full- 
bridge inverter is described by the following equation in 
MATLAB: 
where U, is the instantaneous voltage of the modulating 
signal and U, is the instantaneous voltage of the triangular 
carrier wave in the PWM. 
It should be noted that a fixed parameter controller cannot 
be good for all kinds of linear loads. Each load is associated 
with a set of optimal parameters. We design the parameters for 
each load using fiequency-domain analysis to ensure enough 
stability margm and small steady-state error, and fine-tune the 
parameters in the simulations for good transient responses. The 
compensation signal as shown in Fig.5 is collected as the 
desired output of the neural network. The output voltage and 
output currents (including load current, capacitor current) of 
the inverter are collected as the inputs to the neural network. 
Dozens of example patterns are obtained from the simulation 
results under different load conditions and controller 
parameters for training purposes. 
B. Obtaining Example Patterns under Nonlinear Loading 
Conditions 
Many electrical loads nowadays are nonlinear. It is 
therefore essential to maintain the performance of a U P S  
inverter under nonlinear loading conditions. The nonlinear load 
in this paper is chosen to be a full-wave diode bridge rectrlier 
with an output filter. The input current of the nonlinear load, 
namely the output current of the inverter, is usually non- 
sinusoidal with a rather large df‘dt. The multiple-feedback- 
loop control scheme used under the linear loading conditions 
cannot perform satisfactonly. Thus, we should find another 
control scheme especially for nonlinear loads in order to obtain 
example patterns. 
If the load current of the inverter can be predicted, we can 
design a controller to keep track of the output current. 
Following the control scheme used under the linear loading 
conditions, we change the inner capacitor-current loop to a 
load-current loop whose reference is obtained from an 
idealized load-current feedback control scheme (as shown in 
Fig.6), where a sinusoidal voltage is fed to a nonlinear load 
model to obtain a load-current reference. The actual load 
current is compared with this reference, and the error signal is 
used as the controller input. Although such scheme is not easy 
to implement practically, we can perform simulations to obtain 
example patterns for training the neural network. 
A model of such an idealized load-current feedback control 
scheme is built using MATLAE? and SIMULINK. The PWM 
full-bridge inverter is modeled in the way as mentioned in the 
last subsection. The core of modeling a full-wave diode bridge 
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Feedforward signal 
r I 
I I A I  - 
h e r  capacitor current loop 
Guter voltage loop 
I 
Fig. 5. Multiple-feedback-loop control scheme to obtain example patterns for linear loads 
Ideal sinusoid wave 
ode1 of nonlinear 
Outervoltage loop 
Fig.6. Idealized load-current feedback control scheme to obtain example patterns for nonlinear loads 
Reference voltage 
' Inverter 
I I  I 
: N e d  network controller ! 
.__......... ........................ 
Fig.7. Proposed neural network control scheme for UPS inverter 
red ier  in MATLAB is the model of the power diode. We 
describe a diode using the following equation: 
id = 
enough steady-state error. Similar to the linear loads, dozens of 
example patterns based on scheme are obtained under various 
0 u d  <0.7 output-filter capacitors and load resistances for training 
(3) purposes. { (ud -0.7)/0.1 ud 2 0.7 
where ud  1s the inStantaneOUS forward Voltage aCrOSS the diode 
and id is the instantaneous forward current in the &ode. 
The pwuneters of controller are determined from the 
simulations to produce an output with a low 
C. s w c h r e  and training of Neural Network 
All the example training patterns obtained from the 
simulations are put together to form a database that contains 
the ixformation about the control law. A proper neural network 
and a 
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is then used to learn the control law. The neural network 
should be as simple as possible to reduce the calculation time. 
Fig.7 shows the proposed neural-network-controlled inverter. 
The neural network is of a 5-3-1 structure (five inputs, three 
nodes in hdden layer and one output). The inputs are present 
capacitor current, last sampled c3pacitor current, present load 
current, present output voltage, and the error between the 
reference voltage and the output voltage The sampling 
frequency is set to be 1OKHz. This structure is the result of 
many repeated trials. 
To achieve a trained neural network that can perform well 
for both linear and nonlinear loads, it is found from many 
trials that the pattern database should consist of about two- 
third of patterns for linear loads and about one-third of 
patterns for nonlinear loads. 
The training of the neural network is done off-line using 
MATLAB with Neural Network Toolbox. The Levenberg- 
Marquardt algorithm is used in the training, which has a fast 
convergence rate. The neural network is trained repeatedly 
with randomly selected data from the pattern database. After 
the training is completed, the weights and biases are 
downloaded to the neural-network controller to control the 
inverter on-line. 
consisting of a full-wave diode bridge rectifier followed by a 
1OOOpF capacitor in parallel with a 20Q resistor. Note that 
although the current has high spikes, the voltage waveform is 
distorted only slightly. Table 2 lists the THD of the output 
voltage under various loading conchtions. The simulations 
show that the proposed neural network controlled inverter can 
achieve a low THD. 
V. CONCLUSION 
A neural network control scheme for UPS inverter has been 
presented in this paper. First, the methods for obtaining the 
example patterns are introduced. Two simulation models are 
built to obtain example patterns for hea r  and nonhear loads 
respectively. One is a multiple-feedback-loop controller for 
linear loads; and the other is an idealized load-current feedback 
controller specially designed for nonlinear loads. Then a neural 
network is selected and trained using example pattems to 
formulate the control law. Simulation results show that the 
proposed neural-network-controlled inverter can provide good 
sinusoidal output voltage with low THD under various loading 
conditions, it also has good transient responses. 
qzr cw , ....................................................................................... 
Iv. SIMULATION 
To venfy the performance of the proposed neural network 
control scheme, we simulate the neural network controlled 
inverter system using PSpice, which has accurate models of 
switching components and &odes. The weights and biases 
from MATLAB simulations are put into the model in PSpice. 
Table 1 lists the parameters of the inverter used in the 
simulation. 
TABLE 1 INVERTER PARAMETERS 
Parameter Value Units 
Switching frequency, 20 K H Z  
Sampling frequency,J;, 10 K H Z  
Nominal DC source voltage, V, 420 V 
Rated Output Voltage 220 V, 
Rated Output Frequency 50 Hz 
Rated Output Current 1 1  Ann 
Rated output impedance 20 a 
Filter Inductor, L, 250 PH 
Inductor Resistance, R, 0.2 n 
Filter Capacitor, C, 33 P 
The performance and transient responses of the proposed 
neural network controlled inverter are investigated under 
various load conditions. Fig.8 shows the simulation result's of 
the output voltage and current of the inverter when the load 
changes from no load to 20Q resistive. Fig.9 shows the 
simulation result when the load changes from no load to 20Q 
capacitive, with power factor (PF)=0.6. Fig. loshows the 
simulation result when the load changes from no load to 20Q 
inductive, also with PF=0.6. Note that the output voltage 
recovers very quickly in all cases. Fig.11 shows the output 
voltage and current of the inverter f0r.a nonlinear load 
Rated output Power 2.4 kVA 
Fig.8 
Fig.9 
-11 ............. ......................................................................... < 
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Simulation result when the load changes from open circuit to 
20Q resistive 
quuu , .......................................................................................... 
.Ieop , ...................................... I ______.___._,____________ . ...,..---.I 
z o . ~  gn q@% sea WU la. I** %. 
Ti" 
. IiRt) 
Simulation result when the load changes from open circuit to 
2022 capacitive with l e a  PF=0.6 . 
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Fig. 10 Simulation result when the load changes from open circuit to 
2052 inchctive with lagging PF=0.6 
Loading Noload condition 1 
THD(%:I 0.38 
................... ..................................................... : I=” ,.. 
Resistive load 
loa I 20n 5n I 
0.45 I 0.43 I 0.43 
SQ.& .la *-..... ......................... r...... I 
Ish* IZBI I W . ‘  I u . .  
Ti. 
. liasl 
Fig. 1 1 Simulation result for a full-wave diode bridge rectifier load 
(100OpF 2052) 
Loading 20Q capacitive loads 
Loading 208  inductive loads 
THD(%:i I 0.54 I 0.48 I 0.48 I 0.48 
Full -wave diode bridge with C and R 
Loading 
conditions 1 
THD (”/.:I 
* PF - Powm Factor 
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